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Attachment-A 

 

ON LINE LOAD TAP CHANGER INSPECTION AND MAINTENANCE 

TECHNICAL SPECIFICATION 

 

Transformer 2T1                 Magnetek/RTE/ASEA   Serial: RA720812 

Manufactured:- 1983            Instruction Book: 2902ER270A01 

Load Tap Changer:          ASEA type UZDRT  

Breather:   High Voltage Supply ARDB2-0000 

Oil:    Approximately 111 gallons 

 

The transformer is located at the N. 12th St. Substation #2, 630 N. 12th St., St. Charles IL. 60174 

 

Transformer 3T1  RTE / ASEA Serial: A6689 

Manufactured: -1983  Instruction Book: A6689 

Load Tap Changer:          UZDRT 

Breather:   High Voltage Supply ARDB2-0000 

Oil:    Approximately 100 gallons 

 

The transformer is located at the City Hall Substation #3, 300 N Riverside Av. Charles IL. 60174 

 

Transformer 3T3  ASEA  Serial: A0051X 

Manufactured: -1985  Instruction Book: A1624-03 

Load Tap Changer:          UZDRT 

Breather:   High Voltage Supply ARDB2-0000 

Oil:    Approximately 100 gallons 

 

The transformer is located at the City Hall Substation #3, 300 N Riverside Av. Charles IL. 60174 

 

Transformer 6T2  RTE / ASEA Serial: A6211 

Manufactured: -1981  Instruction Book: A6211 

Load Tap Changer:          UZDRT 

Breather:   High Voltage Supply ARDB2-0000 

Oil:    Approximately 100 gallons 

 

The transformer is located at the Prairie St. Substation #6, 1405 Prairie St., St. Charles IL. 60174 


